MIAMIDADE MIAMI-DADE COUNTY

COUNTY PRODUCT CONTROL SECTION

DEPARTMENT OF PERMITTING, ENVIRONMENT, AND REGULATORY

AFFAIRS (PERA) 11805 SW 26 Street, Room 208

BOARD AN CODE ADMINISTRATION DIVISION Miami, Florida 33175-2474
T (786) 315-2590  F (786) 315-2599

NOTICE OF ACCEPTANCE (NOA) www.miamidade.gov/building

TRANE US Inc.

1515 Mercer Road

Lexington, KY 40511

Scork:

This NOA is being issued under the applicable rules and regulations governing the use of construction materials.
The documentation submitted has been reviewed and accepted by Miami-Dade County PERA-Product Control
Section to be used in Miami Dade County and other areas where allowed by the Authority Having Jurisdiction
(ARHJ).

This NOA shall not be valid after the expiration date stated below. The Miami-Dade County Product Control
Section (In Miami Dade County) and/or the AHJ (in areas other than Miami Dade County) reserve the right to have
this product or material tested for quality assurance purposes. If this product or material fails to perform in the
accepted manner, the manufacturer will incur the expense of such testing and the AHJ may immediately revoke,
modify, or suspend the use of such product or material within their jurisdiction. PERA reserves the right to revoke
this acceptance, if it is determined by Miami-Dade County Product Control Section that this product or material
fails to meet the requirements of the applicable building code.

This product is approved as described herein, and has been designed to comply with the High Velocity Hurricane
Zone of the Florida Building Code.

DESCRIPTION: Performance Climate Change Air Handler Unit Size 3-30

APPROVAL DOCUMENT: Drawing No. H254-0603-11, titled * Performance Climate Change Air Handler
Unit Size 3-30 *, sheets 1 through 25 of 25, prepared by Wolters Engineering, last revision #1 dated November 29,
2011, signed and sealed by Scott Wolters, P.E., on December 12, 2011, bearing the Miami-Dade County Product
Control Approval stamp with the Notice of Acceptance number and the approval date by the Miami-Dade County
Product Control Section.

MISSILE IMPACT RATING: Large and Small Missile Tmpact Resistant

LABELING: Each unit shall bear a permanent label with the manufacturer's name or logo, city, state and the
following statement: "Miami-Dade County Product Control Approved", unless otherwise noted herein.
RENEWAL of this NOA shall be considered after a renewal application has been filed and there has been no
change in the applicable building code negatively affecting the performance of this product.

TERMINATION of this NOA will occur after the expiration date or if there has been a revision or change in the
materials, use, and/or manufacture of the product or process. Misuse of this NOA as an endorsement of any
product, for sales, advertising or any other purposes shall automatically terminate this NOA. Failure to comply with
any section of this NOA shall be cause for termination and removal of NOA,

ADVERTISEMENT: The NOA number preceded by the words Miami-Dade County, Florida, and followed by
the expiration date may be displayed in advertising literature. If any portion of the NOA is displayed, then it shall
be done in its entirety.

INSPECTION: A copy of this entire NOA shall be provided to the user by the manufacturer or its distributors and
shall be available for inspection at the job site at the request of the Building Official.

This NOA consists of this page 1, evidence submitted page E-1 as well as approval document mentioned above.
The submitted documentation was reviewed by Helmy A, Makar, P.E., M.S.

// ,4 /M\/ NOA No. 11-0926.08
HIAMLDADE COUNTY ' Expiration Date: 01/05/2017

APPROYED
Approval Date: 01/05/2012
o
f/oS'/Z.o/Z Page 1



"~ TRANE US Inc.

NOTICE OF ACCEPTANCE: EVIDENCE SUBMITTED

DRAWINGS

1. Drawing No. H254-0603-11, titled “ Performance Climate Change Air Handler Unit
Size 3-30 7, sheets 1 through 25 of 25, prepared by Wolters Engineering, last revision #1
dated November 29, 2011, signed and sealed by Scott Wolters, P.E., on December 12,
2011.

TESTS
1. Test reports on 1) Uniform Static Air Pressure Test, Loading per TAS-202,
2)Large Missile Impact Test per TAS-201,
3) Cyclic Wind Pressure Loading per TAS-203,
along with marked-up drawings and installation diagram of Trane Air Handling,
prepared by Hurricane Test Laboratory, LLC, Test Report No. 0254-0506-11, dated
08/24/11, signed and sealed by Vinu J. Abraham, P.E.

CALCULATIONS
1. Calculation of Trane Custom Air Handling Unit-Size 30, sheets I through 13 of 13,
prepared by Scott Wolters, P.E., dated 09/23/11, signed and sealed by Scott Wolters,

PE

QUALITY ASSURANCE

1. By Miami-Dade County Department of Permtttmg, Environment, and Regulatory
Affairs (PERA).

MATERIAL CERTIFICATIONS '
1. Tensile test Report # QCM Job # 11FM-662, prepared by QC Metallurigical, Inc.,
dated August 22, 201 1.

STATEMENTS
1. Statement letter of conformance with The Florida Building Code 2007 Edition, dated
09/23/11, signed & sealed by Scott Wolters, P.E.

#V&/M\J

CHelihy A. Makar, P.E., M.S.

PERA, Product Control Unit Supervisor
NOA No. 11-0926.08

Expiration Date: 01/05/2017

Approval Date: 01/05/2012




GENERAL NOTES, TRANE PERFORMANCE CLIMATE CHANGER AIR HANDLER
SIZE 30 STACKED UNIT, +/-75 PSF, LARGE MISSILE IMPACT INCLUDING HVHZ:

1. THIS PRODUCT, FABRICATED AND ANCHORED AS DETAILED IN THIS DRAWING, IS LARGE MISSILE IMPACT RESISTANT AND DOES NOT REQUIRE THE USE OF
IMPACT PROTECTIVE DEVICES. ALLOWABLE DESIGN PRESSURE IS +/-75 PSF. THIS PRODUCT APPROVAL IS APPLICABLE TO UNIT SIZES 3 THROUGH 30; THE SIZE
30 IS SHOWN IN THIS APPROVAL.

2. THIS PRODUCT HAS BEEN TESTED TO TAS 201-94, TAS 202-94 STRUCTURAL LOADS, AND TAS 203-94 (REF. TEST REPORT HTL-0254-0506- -11), AND MEETS THE
REQUIREMENTS OF THE FLORIDA BUILDING CODE, CURRENT EDITION, INCLUDING THE HIGH VELOCITY HURRICANE ZONE. THIS PRODUCT IS NOT RATED FOR
WATER INFILTRATION RESISTANCE AND HAS NOT BEEN TESTED FOR WIND DRIVEN RAIN. THE TESTED PRODUCT REMAINED OPERABLE AFTER IMPACT/CYCLIC
TESTS WERE COMPLETED.

3. THIS PRODUCT APPROVAL IS GENERIC IN NATURE AND DOES NOT PROVIDE INFORMATION FOR SPECIFIC PROJECTS WHERE THE CONDITIONS VARY FROM
THIS DOCUMENT. THE FLORIDA LICENSED ENGINEER OR ARCHITECT OF RECORD FOR THE PROJECT SHALL BE RESPONSIBLE FOR THE DESIGN, SIZING, AND
STRUCTURAL ADEQUACY OF THE PRODUCT FRAMEWORK AS WELL AS CURBING AND ATTACHMENT TO THE ROOF, OR AS ACCEPTED BY THE CORRESPONDING
BUILDING DEPARTMENTS.

4. THE STRUCTURAL ADEQUACY OF THE ROOF TO SUPPORT THIS EQUIPMENT IS NOT PART OF THE SCOPE OF THIS PRODUCT APPROVAL AND SHALL BE
REVIEWED BY THE CORRESPONDING BUILDING DEPARTMENTS. ANCHORAGE SHOWN HEREIN HAS BEEN ANALYZED FOR SLIDING AND OVERTURNING LOADS FOR
THE CONFIGURATION INDICATED, AND SMALLER CONFIGURATIONS ASSUMING THE HEIGHT IS NO MORE THAN TWICE THE WIDTH. OTHER CONFIGURATIONS NOT
INDICATED HERE SHALL BE ANALYZED BY THE DESIGN PROFESSIONAL OF RECORD TO PREVENT SLIDING AND OVERTURNING OF THE EQUIPMENT, AND SHALL BE
REVIEWED BY THE CORRESPONDING BUILDING DEPARTMENTS.

5. THIS PRODUCT APPROVAL IS FOR THE STRUCTURAL AND IMPACT/CYCLIC PERFORMANCE OF THE AIR HANDLER, INCLUDING OPTIONAL 2-LEVEL VERTICAL AND
PIPE CABINET, ENCLOSURES. THESE ENCLOSURES INCLUDE THE OPTIONAL EXTERNALLY MOUNTED COMPONENTS AS SHOWN IN THE DRAWINGS, FOR EXAMPLE
HOODS ATTACHED TO AIR INTAKES AND EXHAUST OPENINGS, WINDOWS/VIEWPORTS, AND DOORS, AS WELL AS THE STRUCTURAL ELEMENTS / HOUSINGS FOR
MINIHELIC GAUGES, JUNCTION BOXES, UV INTENSITY METERS, DISCONNECT SWITCHES, RACEWAYS, AND GFCI INTERFACES. THIS PRODUCT APPROVAL DOES
NOT INCLUDE INTERNALLY MOUNTED COMPONENTS OR ANY ELECTRICAL DEVICES OR CIRCUITRY.

6. THE PRODUCT IS CONSTRUCTED IN BUILD GROUPS. BUILD GROUPS MAY BE ASSEMBLED INTO SHIPPING SECTIONS; ASSEMBLY SHALL BE WITH SPLICE PLATES
AS SHOWN HEREIN. BUILD GROUPS OR SHIPPING SECTIONS MAY BE FURTHER ASSEMBLED INTO INSTALLED UNIT; ASSEMBLY SHALL BE WITH THREADED ROD

BETWEEN LIFTING LUGS AS SHOWN HEREIN. THE UNITS MAY BE STACKED UP TO TWO HIGH AS SHOWN IN THESE DRAWINGS. IF STACKED, THE UPPER AND Approved as complying with the
LOWER LEVELS SHALL BE THE SAME OVERALL WIDTH AND LENGTH, DIFFERING FOOTPRINTS BETWEEN UPPER AND LOWER LEVEL ARE NOT ALLOWED. Ig;‘;wd‘},lg z‘,’de,z

7. OPTIONAL 2-LEVEL VERTICAL (2L) AND PIPE CHASE (PC) SECTIONS MAY BE ADDED INTO THE ASSEMBLY. IF USED, ASSEMBLY WITH OTHER BUILD UNITS OR z‘gﬂ.ﬁ%mduc{m&m
SHIPPING SECTIONS SHALL BE WITH THREADED ROD BETWEEN LIFTING LUGS AS SHOWN HEREIN,

8. THE 4/3 ALLOWABLE STRESS INCREASE HAS NOT BEEN USED IN THE ANCHOR ANALYSIS FOR THIS SYSTEM. By

9. DISSIMILAR MATERIALS THAT COME INTO CONTACT SHALL BE COATED OR OTHERWISE PROTECTED PER FBC TO PREVENT GALVANIC REACTIONS.

10. ALL HARDWARE & FASTENERS SHALL BE IN ACCORDANCE WITH THESE DRAWINGS & MAY NOT VARY UNLESS SPECIFICALLY MENTIONED ON THE DRAWINGS.
SPECIFIED EMBEDMENT TO BASE MATERIAL SHALL BE BEYOND ALL FINISHES.

11. ACRONYMS USED IN THIS APPROVAL ARE AS FOLLOWS: EOU IS END OF UNIT, DOAF IS DIRECTION OF AIR FLOW, SS IS SHIPPING SPLIT, PC IS PIPE CABINET 2L

IS 2-LEVEL VERTICAL SECTION

12. ALL UNITS OF MEASURE ARE IN INCHES UNLESS OTHERWISE SPECIFIED .

13. 2" MAX. DIAMETER CIRCULAR HOLES MAY BE FIELD DRILLED THROUGH THE EXTERIOR WALLS FOR INSTALLATION OF CONDUIT OR COMPONENTS. HOLES ?’% ’
SHALL BE PROTECTED FROM WIND BY CONNECTED EQUIPMENT OR CONDUIT, BY OTHERS, AND PROPER SEALING TO PREVENT AIR EXCHANGE SHALL BE BY OTT WOLTERS

OTHERS. HOLES SHALL BE 3" MAX. FROM ANY PANEL EDGE, SEE DETAIL B, SHEET 17. MAX. 4 FIELD-DRILLED HOLES PER PANEL, 12" ON CENTER MINIMUM. WOLTER;'—;EglﬁNZE?SéING INC
14. UNIT MAY BE INSTALLED ONTO CONCRETE (3.2 KSI MIN. COMPRESSIVE STRENGTH) OR 1/8" THICK STEEL (36 KSI MIN YIELD) SUBSTRATES WITH ANCHORS (COA# 271'94) R
THROUGH LIFTING LUGS AND ANGLE CLIPS ATTACHED TO FIRST LEVEL BASE RAIL AS SHOWN ON SHEETS 2 THROUGH 4. UNIT MAY ALSO BE INSTALLED ONTO A 1271 GRANT STREET
36KSI YIELD STEEL CURB BY OTHERS, WITH ITEM 17 SMS AS SHOWN IN DETAIL A, SHEET 4 AND DETAIL P12, SHEET 11. FOR PIPE CABINET ANCHORAGE SEE HOLLYWOOD, FL 33019
DETAILS P12 AND P13, SHEET 11. ] DEC12 20M
REV. 1) Corrected company nams 11/28/11 JAR | BY: REV.
DRAWING # H254-0603-11 DESC. TRANE HISvTORY (1 pany LAT 1

— ks PERFORMANCE CLIMATE CHANGE — __
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WOLTERS ENGINEERING, INC.
(COA¥# 27194)
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DRAWING # DESC. REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
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BILL OF MATERIALS 50 [WASHER 563" 1D x 1.375" OD GALV, STEEL
1 [10-16 x .75" SELF-DRILLING SCREW GRADE 5 STEEL 60 |SCREW 1/2"-13 x 1.2 HEX CAP HEAD GALV. STEEL
2 [.125" THICK x 2" WIDE TAPE BUTYL 61 |LIFTING LUG (1ST LEVEL) GALV, STEEL
3 |.188 (.06 COMPRESSED) x .625" GAGKET PVC/NBR 62 |0.06" THICK LUG GASKET PVC/NBR
4 |10-16 x 1.75" SELF-DRILLING SCREW GRADE 5 STEEL 63 |SPLICE PLATE GALV, STEEL
5 |DEGORATIVE COVER GALV. STEEL 64 |0.06" THICK PLATE GASKET PVC/NBR
6 |FOAM RETAINER GALV. STEEL 65 |BOLT 5/16™18 x 6" HEX MACHINE GALV. STEEL
7 1.120" THICK x 1" WIDE TAPE BUTYL 66 |WASHER .375" ID x .875 OD GALV. STEEL
8 |.375" THICK x .750" WIDE GASKET PORON 67 |NUT 5/16"-18 HEX FLANGE (HW) GALV. STEEL
9 |HAT CHANNEL GALV. STEEL 68 |LIFTING LUG (2ND LEVEL) GALV. STEEL \ /
10 |DOOR HINGE GALY. STEEL 69 |KEEL GALV. STEEL W-" \1-12 MAX \
11 |DOOR CAM BRACKET GALV. STEEL 70 |STRUGT. ADHESIVE SIKAFLEX 31318 POLYMER BASE NOTE:
12 |STRIKER PLATE GALV. STEEL 71_|ROOF BACKING PLATE GALV, STEEL PANEL W = 3/16" FILLET
13 |.06" THICK x .5" WIDE TAPE BUTYL 72 |.188" (.06" COMPRESSED) x 1.95" GASKET PVC/NBR ) ]
14 ]WINDOW 3/16" PLEXIGLASS 8 3/4" x 8 3/4" PLEXIGLASS 73 |.38"x 15 FT ROLL TAPE BUTYL 6" MAX. O.C. FOR .119" MIN.
15 | WINDOW FRAME GALV. STEEL 74 _|SUPPORT MULLION ASSEMBLY GALV. STEEL ROOF CURB THICKNESS,
16 |STRUGT. ADRESIVE SIKAFLEX 552 POLYMER 75 |BASE SUPPORT CHANNEL / PC BASE LANGLE | GALV. STEEL go“gpﬁxél?é% $g[%|f§;s’é’"“-
17 [1/4™-14 x 3/4" SELF-DRILLING SCREW GRADE 5 STEEL 76 |DRIP LIP GALV, STEEL
18 |UV DISCONNECT SWITCH VARIES 77 |PC SHIPPING BRACKET GALV. STEEL
19 [INTENSITY MEASUREMENT METER VARIES 78 |3/8™-16 x 1 1/4" HEX CAP SCREW GRADE 5 STEEL ";?,%FTEIgEg
20 |GFCI JUNGTION BOX GALV. STEEL 79 |3/8-16 HEX NUT GRADE 5 STEEL
21 |CONDUIT 1" RUNNING THREAD GALV. STEEL 80 |PC BASE RAIL GALV. STEEL
22 [1" CONDUIT NUT GALV. STEEL 81 |CHAIN GUIDE GALV. STEEL
23 |1" CONDUIT BUSHING GALV. STEEL 82 |3/8"-16 x 3" BOLT GRADE 5 STEEL DETAIL A. TYPICAL INSTALLATION
24 |CONDUIT 1/2" RUNNING THREAD GALV. STEEL 83 |.03" THICK x 2" WIDE ALUMINUM GLAD TAPE VARIES BASE RAIL TO CURB
25 |1/2" CONDUIT NUT GALV. STEEL 84 |UNIT WELD BRACKET GALV. STEEL
26 [1/2" CONDUIT BUSHING GALV. STEEL 85 |PC BASERAIL GALV, STEEL
27 |MINIHELIC GAUGE VARIES 86 |PC ROOF ANGLE : GALV. STEEL
28 [4-40 x 1 1/4" PHILLIPS PAN HEAD SCREW GRADE 5 STEEL 87 [.188" (.06" COMPRESSED) x 1.25" GASKET PVC/NBR
29 |ELBOW GALV. STEEL 88 [1/2°-13 x 1.2 HEX CAP BOLT GRADE 5
30 |.06" THICK x 0.38" WIDE TAPE BUTYL 89 |Z-BRACKET GALV, STEEL
31 |FOAM RETAINER GALV. STEEL 90 |CROSS BEAM GALV. STEEL
32 |GANGED DOOR HANDLE ASSEMBLY GALV. STEEL 91 |SHIPPING SPLIT SUPPORT ANGLE PTAF GALV. STEEL _ .
33 |DOOR VIEWER VARIES 92 | SHIPPING SPLIT VERTICAL CHANNEL GALV. STEEL m%%gggg%ﬁ'@?}gfggggFT
34 |O-RING EPDM 93 |SLIP FIT CHANNEL GALV. STEEL AGRYLONITRILE BUTADIENE RUBBER Approved as complying with the
35 |PADLOCK BRACKET GALV. STEEL 94 |VERTICAL CHANNEL GALV. STEEL SINGLE-SIDED EXCEPT ITEM 114, Florida Bujing Gods
36 |1/4-20 x 1/4" SET SCREW GRADE 5 STEEL 95 | TRANSITION HAT CHANNEL GALV. STEEL NoslLe °{>"'
37 |10-16 x 1/2" SELF-DRILLING SCREW GRADE 5 STEEL 96 |SEPTUM L ANGLE GALV, STEEL Mism;i Dade Prodac Gonftol
38 |.5"x 2.5" x 0.5" SPECIALTY GASKET PVB/NBR 97 |VERTICAL CHANNEL BRACGKET GALV. STEEL
39 |5/16"-18 x 7/8" SHEET METAL SCREW GRADE 5 STEEL 98 | 38" THICK x .35" WIDE ROLL BUTYL B”Z—%W\
40 |SECOND LEVEL BASE RAIL GALV. STEEL 99 |SEAM CAP GALV. STEEL
41 |STACKED UNIT BRACKET GALV. STEEL 100 |.38" THICK x 2" WIDE ROLL BUTYL
42 |1" (.25° COMPR.) x &' STACKED UNIT GASKET __|PVC/NBR 101 | SEAM CAP GALV. STEEL TABLE 1. INSTALLATION ANGCHOR INFORMATION
43 |STACKED UNIT SKIRT GALV. STEEL 102 |ROOF STRIP GALV. STEEL
44 [FIRST LEVEL BASE RAIL GALV. STEEL 103 | OVERHANG GALV. STEEL ANCHOR/ MIN. MIN.
45 |SUPPORT ANGLE PTAF GALV. STEEL 104 | A-FRAME HORIZONTAL GALV. STEEL SUBSTRATE EMBED. EDGE
46 |FOAM COVER GALV. STEEL 105 | A.FRAME VERTICAL GALV. STEEL DIST.
47 |FOAM COVER GORNER GALV. STEEL 106 [HOOD LIFTING LUG ANGLE GALV. STEEL |
48 |MULLION GALV. STEEL 107 [HOOD LIFTING LUG HAT GALV. STEEL 1/2" POWERS CHEM- STUD ‘%—
49 [JUNCTION BOX GALV. STEEL 108 |HOOD SUPPORT GALV. STEEL THREADED ROD INSTALLED . . O T WO TERS
50 |SEALANT, SIKAFLEX 221 CAULK POLYMER 109 [HOOD BRACKET GALV. STEEL WITH CHEM-STUD ADHESIVE | 1172 6 e PES 69354
51 |RACEWAY BOX GALV. STEEL 110 {HOOD L-ANGLE GALV. STEEL CAPSULE IN 3.2 KSI MIN o G ING
52 |DISCONNECT SWITCH ASSEMBLY VARES 111 [HOOD SUPPORT TOP CHANNEL GALV. STEEL CONCRETE SUBSTRATE w LTER(%@EEEE?)IN  INC.
53 |DISCONNECT SWITCH BLOCKOFF GALV. STEEL 112 |HOOD BACKING PLATE GALV. STEEL -
54 |.0325" THICK x 1.88" x 15.88" GASKET POLYOLEFIN 113 [WALL ANCHOR GALV. STEEL Hé A?g&%ﬂ'ﬁgﬁ:% H’éfﬂﬁ?égg 31:{""3%%:9
55 |.0325" THICK x 3" X 17° GASKET POLYOLEFIN 114 |DOUBLE SIDED TAPE 1/16 (COMPR.) x 3/4 x 216 _|PVG/NBR IN 56 &I MIN STEEL 176" 1/8" 170" ) -
56 |DISCONNEGT HANDLE KIT VARIES 115 |PC ROOF KEEL ALUMINUM 6063-16 THICK MIN. (FULL THREAD DEC12 701
57 | THREADED ROD 1/2"-13 x 10.5" GALV. STEEL ENGAGEMENT)
58 |NUT 1/2"-13 HEX MACHINE GALV. STEEL
DRAWING # DESC. (1) Corrected company name 11/29/11 JAR| BY: REV.
H254-0603-11 PERFORMANCE CLIMATE CHANGE | TRANE  |story LAT 1
SHEET SECTION SCALE: DATE
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DETAIL A. 1ST LEVEL

ONLY ROOF TO WALL

DETAIL C. BASE SHIPPING SPLIT

DETAIL E. BASE JOINT

N
DETAIL D. WALL TO BASE

DETAIL F. ROOF TO WALL

4II
SPACING

12"
SPACING

]
DETAIL H. STACKED UNIT BRACKET

PANEL NOTES:

1. OVERALL PANEL THICKNESS IS 2"
2. CORE MATERIAL IS RIGID FROTH-FOAM

INSULATION

3. INNER AND OUTER CASING PANEL SKINS
ARE 0.028" GALVANIZED STEEL

4. GASKET ITEM 3 IS PLACED AS A THERMAL
BREAK BETWEEN ALL INNER AND QUTER

CASING PANELS

# SPACING

4II

DETAIL J. FOAMED PANEL ROOF JOINT

Approved as complying with the
Florida Bujldiog Gode
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Date & Dg’ __LOIL
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Miami Lade I’mduct(:ongﬂ
Byw

é v éé;j
SCOTT WOLTERS

FLPE# 62354

WOLTERS ENGINEERING, INC.

(COA¥# 27194)
1271 GRANT STREET
HOLLYWOQOD, FL 33019

AT SHIPPING SPLIT DETAIL DEC12 201
DRAWING # -DESC. REV, (1)Cor}ected company name 11/29/11 JAR| BY: REV.
__ H254;Sgg§"1 1 PERFORMANCE CLIMATE CHANGE | TRANE  [nsrory __ LAT _ 1
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12" SPACING (1)

(1) 4" SPACING

SIDE CORNER
WALL PANEL _\ EXT.

SEE PANEL NOTES SHEET 5

Y EXT. SPAC. (o) /@) g
............................. B P e R RARR MR EXT. _\ SPAC.
ool e
R R o i WALL
........................................ L) T paneL
PANEL WITH — [® 9 X PANEL WITH R : |
TONGUE INT. 5 g GROOVE 8" SPACING (4) o T~—13
DETAIL A. WALL JOINT - 114" L INT.  DETAIL F. OUTDOOR
TONGUE AND GROOVE o ROOF JOINT
WALL PANEL f::::::::::::::::':::::::::::: EXT.
REMOVABLE W/ GROOVE OR Vv
WALL PANEL SHIPPING SPLIT DETAIL D. EXPLODED VIEW EQU R R
WITH OVERLAP PANEL WALL TO DOAF WALL JOINT ..'.'.'.-I:Z:I:Z:I:i:I:.':Z:I:I:I-'Z:I:Z:I:iﬁ
INT,
DETAIL G. SHIPPING SPLIT
WALL PANEL
e — 2" M AX | ?l%ﬂgsghafdﬁmgyégg\:h e
DETAIL B REMOVABLE PANEL JOINT | 2" MAX ' Dato O} £0 24201
) ? ) 6_ Miami Dade Product Contml
EOU PANEL 6" MAX. | It o Byjlecde
ExT SRy, WY 4 e TYP. }—
' (4)5" SPACING 0 | 0
REMOVABLE | '
WALL PANEL e |
:::::_::::::::::::::::::::::::: ° ' o |
_l;Z:I:I;Z:i;.‘;i;i;i;i;ﬁ;.’;ﬁ;ﬁ;ﬁ;ﬁ$ | g SCOTT WOLTERS
N * N ! FLPE# 62354
o | L) WOLTERS ENGINEERING, INC.
(COA# 27194)
" . 1271 GRANT STREET
3" SPACING DETAIL E. PLUG PANEL SAT- VIEW INT- VIEW HOLLYWOOD, FL 33019
DETAIL C. EOU PANEL TO TO WALL PANEL DETAIL H. PLUG PANEL ANCHOR LAYOUT DEC12 2011
REMOVABLE PANEL |
[SrRANG & SESC. REV. (1) Corrected company name 11/29/11 JAR| BY: ' REV.
__ H254-0603-11 PERFORMANCE CLIMATE cHANGE | TRANE  [usrorr LAT 1
SHEET SECTION SCALE; TE
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WALL PANEL WITH JAMB

ROOF
PANEL

SPAC.

PANEL

SEE PANEL NOTES SHEET 5

OPENING

~——=1— 2 1/32" MAX.

DETAIL A. DOOR HORIZONTAL CROSS-SECTION

6 5/16" MAX, |

EXT.

6" ....................... e e .

DOOR — |-t

' HEADER
N

DETAIL B. DOOR TO ROOF

DOOR

53 132" MAX.
HAT CHANNEL HEIGHT
N

SPAC.

\ NARROW DOOR
JAMB (ITEMS 9
AND 4 NOT USED)

—=f f=— 1/4"

........... VO DOOR PANEL
'''''''''''''''''''''''''''''' /_ Approved as complying with the

3" & 5" FROM ENDS,
7 27/32" MAX. O.C.

" SPACIN ida Byildi
(DY SPACING | it
DOOR FOOTER | Noa#] 8.

Mi 1DaI!eProduchg
BASE PANEL BYWW\-
INT.

............................... ol | ; \ //, |
GCOTT WOLTERS

. FLPE# 62354
WOLTERS ENGINEERING, INC.
(COA# 27194)

1271 GRANT STREET
HOLLYWOOD, FL 33019

DETAIL C. DOOR TO BASE DEC 12 2011

DRAWING #

H254-0603-11

SHEET

7 OF 25

SECTION

DESC.
PERFORMANCE CLIMATE CHANGE TRANE

(1) Corrected company name 11/29/11 JAR | BY: REV

LAT 1

AIR HANDLER UNIT SIZE 3-30 U

SCALE:

NTS | 9/14/2011




OPTIONAL PIPE CABINET:

PIPE CABINET ATTACHES TO SIDE OF
STANDARD UNIT. (SEE DETAILS P3 AND P4
ON SHEET 9 AND 10, RESPECTFULLY

AND P11 ON SHEET 11).

OUTER ROQF
PANEL
NOT SHOWN.

> SEE DETAIL P10
A1 ON SHEET 11

776" MAX /66_5/6‘7*
- $
iy & ' . % 6)

'SEE SHEET 10 FOR PC
HORIZONTAL SECTIONS.

SEE SHEETS 7 AND 16 FOR
DOOR DETAILS. MAXIMUM DOOR
DIMENSIONS FOR PIPE CABINET

ARE 30 7/8" x 68 15/16".

SEE SHEET 9 FOR PC
VERTICAL SECTIONS. e

SEE DETAIL P9 —~ =~
ON SHEET 11

SEE DETAIL P8

ON SHEET 11

SEE SHEETS 7 AND 16 FOR
DOOR DETAILS. MAXIMUM DOOR
DIMENSIONS FOR PIPE CABINET
ARE 30 7/8" x 68 15/16".

Approved as (_:omplyingwith the
Florida Building Cpde
Date e o]2

Al o
;\qd?ami Dade Produgi‘t’:ongn

AT

LA

SCOTT WOLTERS
FLPE# 62354
WOLTERS ENGINEERING, INC.
(COA# 27194)

1271 GRANT STREET

~ HOLLYWOOD, FL 33019

CDECT2 20
DRAWIN G# DESC. REV. {1) Corrected company name 11/29/11 JAR| BY: REV.
__ H254-0603-11 PERFORMANGCE CLIMATE CHANGE | TRANE jusrory ___ AT |
8 OF 25 AIR HANDLER UNIT SIZE 3-30 US Inc. ~ NTS '9/14/2011




3" & 5" FROM ENDS,
7 27/32" MAX. O.C. (3)
TYP. BOTH SIDES

TYP. BOTH SIDES
EOU WALL PANEL

INT.

EXT.

DETAIL P2. HAT CHANNEL TO WALL

BACKING

N@ UNIT WALL PANEL
PLATE /_

...............

CORNER
SEAM CAP

PC WALL PANEL

DETAIL P3. PC WALL TO UNIT WALL

/ . A \
d "o
N /
m SEE DETAIL P3 —” 41~
3" NARROW DOOR 1_ ON THIS SHEET Approved as complying with the
SPAC Florida Bujlding (;ode
’ DOOR JAMB PANEL Date o)/ 0 o)z
Tl\jl?a?nﬁ'ns‘x-ag' Product .Coon%o!
DETAIL P1. DOOR TO EQU |- R
s ~ Y
/ A\
| |
SR
A /
43 13/16" MAX. SEE DETAIL P2 IS
- H
SEE DETAIL P1 - PANEL WIDTH ON THIS SHEET
ON THIS SHEET X X | 19" MAX. ; v
A, ﬁl SPACING INT. scow%ﬁ;s
! ‘ . ‘I It 1 FLPE# 62354
! T/ T ' T WOLTERS ENGINEERING, INC.
S (COA# 27194)
—-— ) : _ EXT. 1271 GRANT STREET
- L‘ 30 J\;?DTMHAX' _J PC VERTICAL SECTIONS HOLLgFV?;C;D- FL 33019
PIPE CABINET DETAILS e
DRAWING # DESC. _ REV. {1} Corrected company name 11/29/11 JAR| BY: REV.
D4~ - L
__ H254-0603-11 PERFORMANCE CLIMATE CHANGE | TRANE  |nstorr AT | T
9 OF 25 AIR HANDLER UNIT SIZE 3-30 US Inc. "NTS  |™9/14/2011




EXT.
UNIT ROOF SPACING ot _~— OUTDOOR
PANEL ' ROOF PANEL
NG OUTDOOR 450 | |~ OVERHAND EOU
ROOF PANEL ﬁ
1= 1,875 i Dsrspac
ITEM 115. PC ROOF
' INT. KEEL, ALUMINUM .100
DETAIL P4. PC ROOF
TO UNIT ROOF DETAIL P6. .o
PC ROOF
R N UNIT WALL PANEL
S | L [PC HORIZONTAL SECTIONS | | PCWALL PANEL
""" ———®
1) 3" SPAC.
—_— /_!____ (1) 3" sPAC
——————— Approved as qomcplyélis with the
> gl::tt:daBu gm i )z
= === — - | NoAHl|-— ot L b0k
1.903 —= ""‘ ———————— Miami Dadc Product Confrol
74 T | ‘I’ >
75 1.000_—{
30)25" SPAC. 6.311
. +.125
1.444
‘ I 125 é / %%
| COTT WOLTERS
_?- WOLTERELEEG#IﬁIZEa'?;ING INC
. : ol , .
—== 3.000 |<— (COA¥# 27194)
1271 GRANT STREET
- ITEM 85. ¥
‘, DETAIL P5. PC TO oo C DETAIL F7. PC BASE HOLLYWOOD, FL 33019
PIPE CABINET DETAILS UNIT BASE GALV. 070 - JRLT2 T
DRAWING # DESC. - REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
H254-0 -1 |
__ 060311 PERFORMANCE CLIMATE CHANGE | TRANE  |ustory LAT 1
SC M
10 OF 25 AIR HANDLER UNIT SIZE 3-30 US Inc. MEONTS ™ ™9/14/2011




FOR SHIPPING
SUPPORT ONLY

DETAIL P9. SHIPPING CORNER

DETAIL P10. CHAIN GUIDE ATTACHMENT

| PIPE CABINET DETAILS

ADJOINING
UNIT

DETAIL P11. LUG CONNECTION

ROOF CURB
BY OTHERS

17

6" MAX. O.C. FOR .119" MIN.
ROGF CURB THICKNESS,

- 2"MAX. O.C. FOR .047" MIN.

ROOF CURB THICKNESS

DETAIL P12. ANCHORAGE TO ROOF CURB

MIN. L-ANGLE CLIP, CNE
INSTALL FASTENER,
GALV. STEEL 36KS| MIN.

(17) QTY 5 PER ANGLE

INSTALLATION
FASTENER, 24"
0.C. SPACING,
CENTERED IN ANGLE,
SEE TABLE 1 SHEET 4

/— SUBSTRATE
BOTTOM | B
FLANGE MIN.

REMOVED | EMBEDMENT

¥

MIN. EDGE _\|;_=_|

DISTANCE

3" x 3" x 6" LONG x 1/4" THICK

Approved as complying with the
PER |  Florida Bujjding Cpde

Date c 2ol
NOA# o
Miami Dade Product Control

By

Lt Wb

SCOTT WOLTERS
FLPE# 62354
WOLTERS ENGINEERING, INC.
(COA# 27194)
1271 GRANT STREET
HOLLYWOOD, FL 33019

DETAIL P13. DIRECT ANCHORAGE DEC12 201
TO SUBSTRATE '
DRAWING # ' DESC. ) REV. (1) Corrected company name 11/29/41 JAR| BY: REV.
__ H254;Sggf'“ PERFORMANCE CLIMATE CHANGE | TRRANE  [sstorr __ LAT ]
11 OF 25 AIR HANDLER UNIT SIZE 3-30 US Inc. " NTS 9/14/2011




OPTIONAL 2-LEVEL SECTION:

INTERNAL
COMPONENTS
OUTSIDE SCOPE OF

THIS APPROVAL.

NOTE: THIS 2-LEVEL SECTION IS COMMONLY
REFERENCED AS AN ENERGY WHEEL (EW)
" SECTION IN TEST REPORTS AND DRAWINGS,
HOWEVER INTERNAL COMPONENTS ARE NOT
LIMITED TO EW APPLICATION PROVIDED THAT
EXTERNAL STRUCTURE IS AS INDICATED ON
THESE SHEETS 12 THROUGH 14.

- |

o

SEE SEALIN
DETAIL, SHT. 1

SEE SHEET 13
FOR 2L '
VERTICAL
SECTIONS.

o —ENERGY WHEEL

STARTER MOTOR

(IF USED). ATTACHED

TO PLUG PANEL
WITH (4) 1/4" x 3/4"
F-TYPE SCREWS.

SEE DETAIL 2L6
ON SHEET 14

VERTICAL

APPLICABLE
ONLY IN LEVELS W/
OUTDOOR ROOF

SEE DETAIL 2t4 — |

ON SHEET 14

'SEE DETAIL 2L5
ON SHEET 14

ARE 19 5/16" x 73 5/8".

SEE SHEETS 7 AND 16 FOR DOOR DETAILS.

- MAXIMUM DOOR DIMENSIONS FOR THIS

1 — OPTIONAL 2-LEVEL VERTICAL

-

SEE SHEET 6 FOR PLUG PANEL DETAILS.
MAXIMUM DIMENSIONS FOR PLUG PANEL

SECTION IS INSTALLED
BETWEEN STANDARD AIR

HANDLER UNITS.

STANDARD ROOF PANEL. _
SEE SHEET 20 FOR DETAILS.

SEE SHEET 13 FOR 2L
VERTICAL SECTIONS.

Approved as complying with the

Florida Building Cpde

Date s ° é 2
NOA# J}~ O .
Miami Dade Product Oongol

By

‘s%o; E\T\T % LTERS

FLPE# 62354
WOLTERS ENGINEERING, INC.

STANDARD BASE
CHANNEL AND BASE

SECTION ARE 14 7/8" x 98 15/16". PANEL SEE SHEET 18 (COA# 27194)
FOR DETAILS. HOLLYWOOD, FL 33019
CDEC12 201
DRAWING # DESC, REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
__ H254-0603-11 PERFORMANCE CLIMATE CHANGE | LRRANE  |sistorr __ LAT 1
12 OF 25 AIR HANDLER UNIT SIZE 3-30 US Inc. " NTS 9/14/2011




28 3/4" MAX. SEE DETAIL 2L.2 SEE PANEL NOTES SHEET 5
WIDTH P, / ON THIS SHEET.
e N .
g WALL | N WALL '
[ |
\ . i
| \ BLOCK '\ K
: OFF \ /
15" MAX. ON CENTER, TYP. N - . LENGTH: 24"
<— 929
SEE DET. 508 — |
EW4, SHT 14 T |
(D) s
94 2.208 2.704
, (11" 0.C.)
—t i}
1.368 = =

ITEM 93. SLIP FIT

CHANNEL
GALV. .070
93 | O O (11" 0.C.) ?!pp!gvglgs gomglyingwithlhe
HJorida Buildin e
DETAIL 211 S~ SEE DET. B%‘Zf@;%zé‘l’?
EW4: SHT 14 : Miami Dade Product Control
DETAIL 2L.2 DETAIL 213 By }L%JMV
SEE SEALING DETAIL ON
SHEET 14 FOR SHIPPING
SPLIT ATTACHMENT. PP
; // \\ .
/ \
f \ L
[ t é\ )
i DOOR A - PLUG PANEL - - DOOR SCOT\T%TEQS
- - FLPE# 62354
14 7/8" MAX. 3 19 7/16" MAX. '\ o ) ) WOLTERS ENGINEERING, INC.
J p (COA# 27194)
WIDTH WIDTH SN SEE DETAIL 2L1 1271 GRANT STREET
, ON THIS SHEET. HQLLYWQOD, FL 33019
| - DEC12 7011
2-LEVEL SECTION DETAILS | |
DRAWING # DESC. REV. (1) Corrected company name 11/29/11 JAR| BY: REV. _
254080311 PERFORMANCE CLIMATE CHANGE | LRANE  |nistox AT | T
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STEP 2

SEE
DETAIL D

SPILTS SEE DETAIL C

(11" 0.C.)

~— WALL PANEL
: PANEL

|
~—(17)(11" 0.C.)
SEPTUM

<
RN SEALING DETAIL ’
%
N
]/ >\'
SEE DETAIL
ON SHEET 15 B SHIPPING SPLIT
|
DETAIL 2L4 ,
o] | (o]
| ek I a foms o i
: Date 0} / © clZ
) @ NOA# -0 4%k 0

Miami Dade Product Control

12" SPAC. 4" spac. (1)
DETAIL D DETAIL A
STANDARD TONGUE SHIPPING SPLIT JOINTS
GROOVE COVER SEAM COVER

APPLY BUTYL TAPE IN ONE PIECE

SCOTT WgLTERS

FLPE# 62354
WOLTERS ENGINEERING, INC,
(COAH# 27194)

1271 GRANT STREET
HOLLYWOOD, FL 33019

2-LEVEL SECTION DETAILS S peTaiL G | ECL2 o

DETAIL 2L5

'DETAIL 2L6

DRAWING # DESC. REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
H254-0603-11 TRANE HISTORY LAT 1

___ Rt PERFORMANCE CLIMATE CHANGE — __
14 OF 25 AIR HANDLER UNIT SIZE 3-30 USIne. ~ NTS 9/14/2011




STEP 1. USE THREADED ROD TO PULL BUILD GROUPS TOGETHER (1ST LEVEL) ' : . _

STEP 2. REMOVE LUG FIXTURES AND INSTALL SPLICE
PLATE TO HOLD THE BUILD GROUP BASES TOGETHER. IF
A LUG IS REQUIRED AT THAT LOCATION, IT SHALL BE
CENTERED ON THE SPLICE PLATE.

Approved as complying with the
Florida Building C)de
Date o} /o5 /20]2
NOA¥ |- 087 6. of
Miami Dade Product Control

1ST LEVEL By

SCOTT WOLTERS
FLPE# 62354
WOLTERS ENGINEERING, INC.

@ @ @ (COA# 27194)

1271 GRANT STREET
USE HEX MACHINE BOLT TO PULL BUILD GROUPS TOGETHER (2ND LEVEL) _ HOLLYWOOD, FL 33019

DEC12 201

DRAWING # DESC.

_ REV. ()] Corrected company name 11/29/11 JAR| BY: REV.
__ 1254000311 PERFORMANCE CLIMATE CHANGE | L RANE  [nsrorr LAT 1
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MAX. PLEXIGLAS
DAYLIGHT
OPENING

6 5/16" x 6 5/16"

/L— SFACING —.:./

LDOOR HEIGHT

r—re

31

~
QTY 4 S - P ~ L~ // P ﬁppygvcgigsgomplgggwim the
. 2 1 O ~ Fiorida Buildin,
N
: U= 000 Miami Dade Product Conffol
,‘P@ By
DOOR HARDWARE AND
OPTIONAL COMPONENTS \ .
SCOTT WOLTERS
MAXIMUM DOOR size | HINGE | PADLOCK FLPE# 62354
WIDTH x HEIGHT MAX. | BRACKETS |HANDLE | ol TERS ENGINEERING, INC.
SPACING |PER HANDLE| QTY (COA# 27194)
AHU 30 27/32" x 54 11/16" | 22 17/32" | 9 1 1271 GRANT STREET
AHU 20 11/32" x 54 11/16" |22 17/32" 1 1 HOLLYWOOD, FL 33019
PC 30 7/8"x 68 15/16" |11 19/30" 2 2 DEC12 201
2L 14 7/8"x 98 15/16" |17 27/32" 2 1
DRAWING # DESC. REV. (1} Corrected company name 11/29/11 JAR| BY: REV. '
__ H254;8ggf'1 1 PERFORMANCE CLIMATE CHANGE | TRRANE  |nstorr __ LAT 1
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MULLION LENGTH IS 48 3/8" MAX. - 2,073 —=
FOR 2ND LEVEL BASE OPENING, ]
AND 29" MAX. FOR 1ST LEVEL ROOF

DOOR WALL
OPENING. PANEL _\ PANEL
53
5997 — | ||3211 | &—14|l ! 0 |l
DETAIL A. RACEWAY DETAIL
) 54
- 3" MIN. <
/X FOAM COVER AND CORNER I~ PANEL
BRACKET TYPICAL FOR ALL TOP OR DETAIL C. DISCONNECT HANDLE
| CUT OPENINGS IN ROOF OR 3" MIN. BOTTOM |
QTY 4 (1) FLOOR. MAY NOT BE USED PANEL _} i
' v FOR PLUG PANELS OR _ LEFT OR _
DETAIL B. FIELD-DRILLED HOLE DETAIL
' complying with the
@/@ - ?l%&;ggegugsdh}énglydeg " N
' Date =4 °o/Z
NOA# ][~ .08
Miami Dade Product Contro!
E%AM«
LEAVE 1 1/4"
OF THREAD
INSIDE UNIT
> : .
% gon W%‘ TERS
- FILL CONDUIT WITH | FLPE# 62354
. WOLTERS ENGINEERING, INC.
' ’ CAULK FROM BOTH (COA# 27194)
DETAIL D. ENDS AFTER 1271 GRANT STREET
ST MULLION DETAIL INSTALLING WIRES. HOLLYWOOD, FL 33019
=~ , : DETAIL E. JUNCTION BOX DEC12 201
DRAWING # DESC. REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
- - LAT
___ H254S‘E)gg§’ 11 PERFORMANCE CLIMATE cHANGE | TRRANE  |nstory __ __ 1
17 OF 25 - AIR HANDLER UNIT SIZE 3-30 US Inc. [5%% NTS 9/14/2011




CORNER BLOCK
REINFORCEMENT
(4 PLCS)

SEE DETAILS
A B,C

Wl

NOTE:
W =0.188"
FILLET SIZE

APPLY GASKET TO
BASE RAIL, NOT TO
LIFTING LUG.

3" FROM ENDS
AND 1 AT CENTER

Approved as complying with the
Florida Building Code
Daw 2l /o Toj/2
NOA? Jj= .08

" Miami Dade Product Control

By

SHIPPING o
SPLIT \ AP~
P _# 4

FOAMED
BASE
PANELS

SIDE Y/
OF UNIT %/‘ %‘
(DOAF) |- "SCOTT WOLTERS

FLPE# 62354
WOLTERS ENGINEERING, INC.
(COA¥# 27194)

1271 GRANT STREET
HOLLYWOOD, FL 33019

- DEC12 201

ADHESIVE APPLIED TO
THESE SURFACES BEFORE
BASE PANEL ATTACHMENT

1ST LEVEL BASE RAIL DETAILS

DRAWING # DESC..

REV. {1) Corrected company name 11/22/11 JAR| BY: REV.
H254-0603-11 PERFORMANGE CLIMATE cHANGE | TRANE  |ustory LAT 1

" 18 OF 257" ~ AIRHANDLER UNIT SIZE 3-30 US Inc. T NTS [ ™or142011




FLANGE IS 1 1/2"

DETAIL A

DETAIL B

SHIPPING SPLIT
SUPPORT DETAILS

ONE VERTICAL
AT MIDSPAN
REQ'D SIZES 3-21,
TWO REQ'D 12"
0.C. SIZES 25-30

CROSS BEAM REQ'D
WHEN THERE IS AN
OPENING AT BOTTOM.
CROSS BEAM LOC. 2"
FROM OPENING

2ND LEVEL BASE RAIL DETAILS

FLANGE IS 5 5/8"
FLANGE IS 1 1/2"

Approved as complying with the
Florida Building Coge

Date o zel2
NOA# Z

08
Miami Dade Product Contvol
By%ﬁéﬁ/év

SCOTT WOLTERS
FLPE# 62354
WOLTERS ENGINEERING, INC.
(COA# 27194)
1271 GRANT STREET
HOLLYWOQD, FL 33019

DETAIL C BECL2 2o
D:RAWING# DESC. REV. (1) Corrected company name 11/29/11 JAR{ BY: REV.
__ "'254;838)3'1 1 PERFORMANCE CLIMATE cHANGE | TRANE  |nistory __ LAT 1
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OUTDOOR ROOF DETAILS o 102
102 . _
5/16"-18 (39
NUT /  T23/32
_E‘"l" 1 SPACING

DETAILF

5 3/4" SPACING (17)

OUTDOOR ROOF PANEL

SEE DETAIL F

QTY 2 DETAIL A ROOF PANEL FASTENED
TO WALL PANELS WITH
ITEM 1, 4" SPACING
EXCEPT AT DOOR HEADERS
OUTDOOR ROOF PANEL A
e ' SEE DETAIL A /

PER CORNER INTO ROOF PANEL

/ —
/ O I OVERHANG FASTENED ITEM 1,
_ @ 3" SPACING 2 PER LOG. AND 2

BACKING PLATE FASTENED

- H QTY 2 ITEM 1, 1 AT EACH END, SEE DETAILD o
h AND 1/2" BEAD FULL LENGTH , ?I;;%rg:eélu?lsgu?m&ylgsmlhﬂw
DETAIL B SIKAFLEX 3131S a0 Léo% éz:;}z.
@ | ITEM 72 GASKET FULL Miami Dade Product Conitol
PERIMETER BETWEEN - nyﬂu%ﬁ%

\

"SCOTTWOLTERS
FLPE# 62354
WOLTERS ENGINEERING, INC.

| ; WALL AND ROOF
OUTDOOR 3" SPACING
ROOF )
. PANEL /@ 1 1/2" SPACING
L Iﬁ | 5 3/4" SPACING

— L.

6" SCREW SPACING, ' (COA# 27194)
1/2" BEAD ADHESIVE 1271 GRANT STREET
pETAILE  PULLLENGTHUNDER | FOHRRD i
DETAILC DETAIL D T AL EACH FLANGE e

DRAWING # . DESC.

REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
H254-0603-11 PERFORMANCE CLIMATE cHANGE | TRRANE  [nsrory LAT 1

SHEET 20 OF 25 SECTION | AIR HANDLER UNIT SIZE 3-30 US Inc. SCALE: NTS DATE9/1 4/2011 |




[/

E"MAX O.C 7TYF.
- T

fo—et= TOMAXO.C. TIP

70" MAX O.C

DETAIL NOTES:

1) SEE MAX. HOOD SIZES SHEET 2 AND 3
2) ALL METAL SKINS ARE ATTACHED WiT
3/4" DRILL SCREWS (ITEM 17).

WITH ITEM 17 AT 12" O.C.

HOOD
BOTTOM

H 1/4" SCREWS.

3) ALL A-FRAME PARTS ARE ASSEMBLED WITH 1/4"-14 x

4) BOTTOM L ANGLE ATTACHED TO BOTTOM PANEL

Date

By

Approved as complying with the
Florida Bui dilﬁCo ¢

o5 O/Z

NOA¥ )= 0% b ©
Miami Dade Product Control

L{%JM

SCOTT%T(E_RS

. FLPE# 62354
QTY 2 O A ) QTY 4 'WOLTERS ENGINEERING, INC.
. HOOD BOTTOM PANEL 1271(%ORTNﬁ'?;$‘QEET :
QTY 8 DETAIL A HOLLYWS%%%;L 2363%?19
PER - : '
AFRAME HOOD ASSEMBLY DETAILS ‘
DRAWING # DESC. REV. (1) Corrected company name 11/29/11 JAR| BY: REV.
__ H254-0603-11 PERFORMANCE CLIMATE CHANGE | TRANE  |nstory __ LAT 1
21 OF 25 | =7 AIR HANDLER UNIT SIZE 3-30 US Inc. " NTS 9/14/2011




v

"4 gl "ég!
?“ COTT WOLTERS

FLPE# 62354

A
] e
. N,
@ DETAIL C
N
Jy
WALL PANEL
. _ _!:\\. N
BACKING PLATE ATTACHED WITH DOUBLE SIDED TAPE (1%
TO THE OUTER SKIN. BACKING PLATE AND WALL
ANCHOR LOCATED IN THE PANEL MATCHING THE HOOD
- MENT
PERIMETER. A . \ : HOOD ATTACHM
SEE DETALB —X_ | | % 7
N /\
A - “— SEE DETAIL A
ing with th
SEE DETAIL C %‘E’ii’ﬁ;’%“u?sgﬁ‘“"?df); °
11" MAX. LTI NgeA#ﬁ _7-_&.-__'0
O.C. = ooy Miami Dade Product Conitol
RS R rsyl;ﬁéé?AMv
9 L 113
& § ;:::::::::: ':_.'I'::::::::
. \§ o] P
N

- WOLTERS ENGINEERING, INC.
_/ @ WALL - 1 271(%%?:\#&7;97'25 ET-
HOOD - PANEL DETAIL B HOLLYWOOD, FL 33019
TYP. DETAIL A FRONT/BACK HOODS ONLY DECLR 201
DRAWING # DESC. REV. {1) Corrected company name 11/29/11 JAR! BY: REV.
__ M254-0603-11 PERFORMANCE CLIMATE cHANGE | TIRRANE  [nstorr ___ AT 1
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—= 1.500 |=— ' —1}-
— = — == 0500 fo——— 4.500 ———
'i 7 R |_ T ) 105° [ 1.650
2.468 © © | 1.500 ff 3.500 N
2. o O 2.156 _ﬁ_ 2000 ]k \‘a’
l | _JL _\IL 1\ 150
N < I : _
- 3.000 _j - 112. BACKING 71. BACKING 111. HOOD SUPPORT
| "~ 90.CROSS BEAM (46. FOAM COVER| PLATE (HOOD) 110. HOOD L ANGLE PLATE (ROOF) TOP CHANNEL
GALV .122 GALV .027 GALV .070 GALV .124 GALV .046 GALV .068
com | — " 0.350 o
=+ 1.800 = 2000 [=— iﬁ § -y - 3 {"7‘\ o
I . | T - ! 5.000 1550 )\ i ~o | 0.178
| | 1000 == - b U~ o025
1.800 2.000 | e ) 1,250 1.9731550 2 181 Vs
L $ Jl v I~d i 1.072 }
[—
—~| | 0.668 —| 2000 o b | HAT - } j
| CHANNEL BRACKET [113.WALL | [{ 1.000 0.350
9. HAT CHANNEL 47. FOAM COVER CORNER|  48. MULLION 3" X 1.5" X1.5" ANCHOR 1.500 101. SEAM CAP | 5. DECORATIVE
GALV .070 GALV .027 '‘GALV .055 STEEL .067 GALV 122 { GALV .068 COVER
GALV .044
| A
4.000 | ' ’
-?_ 2.468 ' T hbl |‘:— |<'—— 3.257
433 [{ 2.&;68 % ; |
(e/\ ‘ 8.750 Ap;:iro:eduz_:s (_l:l(:mplyigg with ihe
! —=| 3.000 |l Q\ﬂ’»f;{’ _g;c;oB o2 /% Iz
I‘ﬂ_bl— 3.000 ’ 2.426 Q\/ GANGED ;\qd(i)mni ;!(:Productbongml
| | OPERATING By WM"
40. 2ND LEVEL BASE  |40. 2ND LEVEL BASE 103. OVERHANG 35. PADLOCK BRACKET | 10. DOOR HINGE HANDLE
RAIL GALV .070 RAIL GALV .070 GALV .070 GALV 0.156 MIN GALV 0.110 GALV 0.250
T T A4. 1ST LEVEL
T BASE RAIL \— : /
l ' r Q 2.000|O \ 2.326 @.840 - OTTWOLTERS
o] : FLPE# 62354
| o6s 7.832 1) b | 4 ﬁ WOLTERS ENGINEERING, INC.
5. ' —=-I 2.563 |=— @.630 (COA# 27194)
—= 3.000 j=— e — 1271 GRANT STREET
44. 1ST LEVEL l i WITH SET SCREWS HOLLYWOOD, FL 33019
" BASE RAIL - ¥ DOOR CAM BRACKET STRIKERPLATE | 410 Y/~ MATERIAL=ZAMAK#3 | DOOR TUBE OEC12 70
GALY .070 lo—=| 3.000 GALV 0.060 GALV 0.110 MIN DIE CAST PART GALV =
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BASE PANEL METAL EDGE ' =
2.800 —=
| DETAILS (ALL .028 GALV.) — 0.950 [>—=} 0.875 uo ; 2¢50 e |
_ | : ' N
2.000 —=  t=— < 5 |
SS L @ - VI
,. 0.715 _ _ ~— | 3765 1 1.500
— 0.420 69. ROOF KEEL 61. LIFTING LUG (1ST | 68. LIFTING LUG (2ND 89.Z BRACKET 76. DRIP LIP
T - '
0.281 :fc.] — 0.777 J?,:1 250 GALV .044 LEVEL) GALV .044 LEVEL) GALV .124 - GALV 124 GALV .124
VERT. : [ [ ] | 1 781 . 1.100
] "HORIZ. —— - SRIRRL _f o5 f
—> =+— 2 000 o o o o 5?56 o |I o0 : 3.250 5.637 | I
| Eou - 12.701 ] lo—= 1.100
- : : —=-|r-=— 0.500
L:,_J OUTER 4.660 —{ 1. 711 SHIPPING
0.281 i ~ 0.715 0.715 . 63. BASE RAIL SPLICE | 41. STACKED UNIT BRACKET 43. SKIRT 53. DISCONNECT BLOCK OFF STRUCTURE PTAF
) ~ <— 0.777 0 28 GALV .250 GALV 124 GALV .034 GALV .028 GALV .068
VERT- | 9 1.400 — —= 0.971 f=— 0.500
| o 7 —‘IL —=| = 0.750 ) —=| 1.497 |=— 0.718 l ) —| 1438 =
1.2?50 ! J ]‘ ? 1.1ﬂ35 ﬂ 0.765 = =
HORIZ." ", 400 2.000 0499 | 1.811 { 7 T 102. ROOFSTRIP
ﬁ L 0_703’ 1.319 GALV .027
4771 == 0.6%0 s | “ ] T le—et- 1,030 1 |
0281 "] VERT NNER SHIPPING STRUC- | | — 0.938 1,030
' TURE VERTICAL | INNER DOOR HEADER | OUTER DOOR HEADER DOOR FOOTER roved s complying wih e
. App
/500 GALV .068 GALV .028 ' GALV .028 GALV .045 gggd;ﬁwm&‘? o)z
_ NOAR|I- 09 Llo: 0.7,
o r DOORINNER ~ |[NARROW DOOR JAMB| ~ WALL PANEL WALL PANEL N s Con
0 00 OR';1 HETAL oo METAL EDGES OUTER INNER wy fo s Al
— GALV 028 GALV .028 METAL EDGES METAL EDGES
1 s 0 69 - L | VERT. SECT. VERT. SECT.
0.937 — 0.500
0.526 E GALV .028 GALV 028
VERT.| [1.220 —= }=— 1.003 0.970
{1 = 0690 L7 7}—’7\% 0.500 0.500 ~= |=—{ = ]-=— 0.970 > o518
EQU T _‘IL 75° - !5 "y
]\_ VERT. 0.668 ﬁ 2.673 —=—} — 7 7 .
0.281 1 INNER L 1220 | | VeRT. 0.970 0.500 10": 0.500 SCOTT'WOLTERS
' 0.500 'ﬁ\_ ll“ OUTER GALV .045 ~ FLPE# 62354
[ 0690\ Rz, [~ 0.690 883 ] HORlz _n.l 3.438 ,.ﬂ_ ! o0 o 537 | WOLTERS ENGINEERING, INC..
Cx 2 }==— 1 220 Sll H 119° - 1271 GRANT STREET
7 L\y —,;r 1003 R_ 10. 5001—2%15 j 1211 —glr 1 062 | HOLLYWOOD,FL 33019
i ' 0.500 DEC12 2011
0.525 »‘ ~>||<~ 0.281 HORT 793 —'=4 L 0 070 -| . T L—— 0.971 —] =¥ 0.970 DE
75° | -883 -? 0.500 INNER GALYV .045 7!‘_ 0.497
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WALL PANEL METAL EDGES HORIZONTAL SECTIONS (ALL .028 GALV.) ROOF PANEL ROOF PANEL ROOF PANEL METAL EDGES HORIZONTAL
| ( - OUTER INNER - SECTIONS (ALL 028 GALV.) s
[ 0.970 0.500 ¥ ) " METAL EDGES | METAL EDGES 0.690 0.620 2199
AN om0 0.950 —e]lo VERT. SECT. VERT. SECT. T — P };‘ |<._ 3 733
H,J 0.377 == l=— 0.500 EOU INNER 0.250
0.900 . - |1.900 = - 0.690 0.632 \Q_/ 0.690 1
' SIDE, CORNER, OR 0775  0.911— = 10.500 2459 S5 INNER EOU INNER
0.944 REMOVABLE INNER 0.125 . 0.786 :‘ s _{,_ 0.690 : 0.237
SS INNER A=-‘ 0.628 __‘f 1.250 o377 2
0.542
0.775 0.500 l ' - 1,180 ‘j"r 110 *"l
§ == 0377 §_ el e 0.500 Tﬂ 0742»‘ i-ﬂ—0250 X —f b 0.703
. 0971 [ . ? ? —-=—l 4 IF
oo71__1 (3 3 S |'=— 1.250 0.542 305 —=>| —
, V=] = 3.963 0747 :|’ Mo 1419 0742
! — 10991 1.019 1,250
SS OUTER SIDE, CORNER, OR 2.000. 1.100 ] 1500 1.965
REMOVABLE OUT
LE_ ER , EOUOUTER SS OUTER EOU OUTER
OUTDOOR ROOF METAL EDGE L [=— 4.500 —=| —_— =—=~ 1.500
DETAILS (ALL .043 GALV.) “;{00 o [N ' ]] 7 % T 7
0.625 TYP. 0.452 ’TQ ™ 110.LANGLE | _§ 1 OOO 3.000 2.800
b 1{\5,(;0 ERLG 3.000 i GALV .124 2.000 &
T ] ' JJT r 1250 06 — NP 2.500 #=—= 1 [108. HOOD SUPPORT \&r ' 000 ! 104. A FRAME
! L GALV 070
- E|| @ LV .0 2000 | 89 . 1500 o |HORIZONTAL GALV 070
| l 107.
IIEaJ SS J == k== 1.500 2,500 » 105. A FRAME
. HOOD LIFTING LUGS 109. HOOD BRAC- —r=-| |-=»— 1.000 VERTICAL Approveias complying with ths
5f GALV .124 KET GALV .070 k—=- 2000 | BOTTOMPANEL GALV.043 | GALV .070 Florda Bujging Cos
HOOD HOOD HOOD SIDE HOOD SIDE M Do)
TOP PANEL BACK PANEL PANEL (BACK) PANEL (SIDE) B,,,}Z
GALV .043 GALV .043 GALV .043 GALV .043 L PLACES
—=] =~ 1.000 - —=| = 1.000 —e=]  f=— 1,250 -
-1 -l 1 i 0.900
VERT. VERT. -~ VERT.
[ T L Jv DG Sl
—=| o 1,250 —=| }=— 1.000 —=] = 1.250 SCOTY WOLTERS
\ 125 | ~ 1-3.125 " FLPE# 62354
_\IL - i | _\IL ' | i /s T Nqa3as NOTE: [=— 2.800 WOLTER(%CE&EE%E;NG’ INC.
‘—4 S—I 1—4 S—I — 5—l — 5——| W = 3/16" FILLET i 1271 GRANT STREET
HORIZ ]_ HORZ ]\_ HORIZ. HORIZ. ' 4.267 HOLLYWOOD, FL 33019
: : - CORNER BLOCK 19 -
1.000 1.000 1250 4 1250 3 GALY 124 S 1 DECL2 2om
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